
FORMAT B.2
Format for Commercial Pre-Bid Queries
Tender No : TPSODL/OT/2023-24/035
Package Name: Rate Contract for SITC of Capacitor Bank of various ratings at PAN TPSODL
Bidder Name: 
Note : The said format to be used only for Commercial Pre-Bid Query. Any Technical Query has to be strictly in Format B.1 Format for Technical Pre-Bid Query and sent seperately

Pre-Bid Query has to be sent in editable Excel file fomat only
Pre-Bid Query has to be sent through e-mail in TPSODL E-Tender System

Sr. No.

Detailed Reference to TPSODL 
Tender Document. Please 

specify Document No / Clause 
No / Page No

Description as per Bid Document Remarks - Query / Clarification TPSODL Response

1 2 3 4 5

1 7.1,Special condition of 
Contract,Warantee periods

Warranty Period- Warranty applicable for 
a period of 54 months from the date of 
commissioning or 60 months from the 
date of last supplies made under the 
contract whichever is earlier.

We can give the warantee as required on major 
components like Capacitor,Reactors,Vaccum 
contactor,Capacitor switch  panels etc. But protective 
equipments like Fuses are excluded from warantee 
clause

No Change.Warranty remains same 
as per Tender Document

2

Final Tender Page No. 17 point 
No.7.5 .

Payment Terms Payment to be made 
within 45 days against completion of 
SITC job on submission of error free 
invoice along with PV invoice (if 
Applicable) certified by TPSODL EIC

1) Our Submission is that, The payment for the supply 
part of the material may be paid within the period as 
mentioned.                                                                       
2) But the ITC part may be paid separetly after 
completion of the ITC.                                                3) 
Reason being the ITC may get dealyed either of the   
reasons may not be attributed by the vendor.But the 
interest on the invested amount on materials for the 
undesired period is a loss to the vendor, which a blunt  
reality at various sites.

No Change.Payment terms remains 
same as per Tender Document

3 Qualification Criteria,Clause no 1.7 At least 10 Nos of 11 KV or Higher rating 
of Capacitor Banks should have been 
executed / commissioned in last 5 years 
either by OEM or though their channel 
partner with or without consortium / JV 
for ITC activity.Copy of work order / 
completion certificate to be submitted in 
this regard.

As per Tender Your Requirement is both FIXED 
/AUTOMATIC Capacitor bank So Experience in APFC 
panel supply,installation,Comissioning  should be 
considered.

Experience of APFC shall not 
considered.Refer Corrigendum for 
revised QC
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